WEFATHERM PP-R
Installation Check List

v' Installers have been trained and are competent

v" Correct welding procedure is followed
(outlined in Wefatherm Technical Manual)

v Correct Wefatherm welding bushes are being used
v" Welding bushes are in good condition

v' Welding device heater plate is at correct temperature
(260 degrees C +/- 10 degrees)

v" Only Wefatherm pipes, fittings and clamps are used

v' Expansion and contraction has been considered and
allowed for as per page 66 of Wefatherm Technical
Manual

v' Wefatherm Pressure Test has been completed
(refer page 74 of Wefatherm Technical Manual)

v’ Test form has been completed and returned
to Plastic Systems
(download from www.wefatherm.co.nz
or page 77 of Wefatherm Technical Manual)
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